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1. Remove cable sheath 2. Prepare shielding braid

7.  Close the plug and fix it with a 
cable tie
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3. Arrange wires by colour code 4.  Fit termination module according 
to colour code
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5.  Use assembly tool (LKD 9A504001 
0000) for pressing-in of the IDC 
and cutting of the wires

6.  Insert the termination block into 
the plug
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Assembly instruction 
MegaLine Connect45 RJ45 plug cat.6A


